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RAMONA MUNICIPAL WATER DISTRICT 

AGENDA MEMO 
 

                    Agenda Item No. 3. 
                    Special Board Meeting of February 27, 2025  

  
Jim Hickle, President 
and Members of the Board of Directors 
Ramona, CA 92065 
 
RE: AUTHORIZATION TO PURCHASE A 200KW 208V EMERGENCY BACKUP POWER 

GENERATOR FOR THE RAMONA COMMUNITY CENTER FUNDED BY A 
COMMUNITY DEVELOPMENT BLOCK GRANT THROUGH A SOURCEWELL 
COOPERATIVE PURCHASING CONTRACT AND FIND THAT THE PROJECT IS 
EXEMPT FROM CEQA 

 
Members of the Board: 
 
Purpose 
To request authorization to purchase a 200 kW 208V emergency backup power generator for 
the Ramona Community Center funded by a Community Development Block Grant (CDBG) via 
the Sourcewell cooperative purchasing contract and find the project is exempt from the 
California Environmental Quality Act (CEQA).   
 
Background 
On February 18, 2025 at the Ramona Municipal Water District meeting, this item was continued 
due to lack of quorum due to a Board member recusal to a future board meeting. 
 
The Ramona Community Center is located at 434 Aqua Lane and is leased Monday – Friday    
8 am to 4 pm to the Ramona Senior Center. The Center also is the site of District Board 
meetings and other community meetings.  
 
Due to operation of the site as a senior center, San Diego Gas and Electric (SDGE) and the 
County of San Diego have this site listed as a cool zone”, which is a free air-conditioned place 
for community residents to visit when it is hot. However, the site has experienced power 
outages, which interrupt its ability to be used as a cool zone. The power outages have also 
caused a negative impact on the Senior Center program as approximately $15,000 worth of 
food is stored onsite for the senior nutrition program. A power outage of over four hours results 
in spoiled food, which the Senior Center must then replace. For unplanned outages, SDGE will 
reimburse for spoiled food, but not for planned outages like the Public Safety Power Shutoffs. 

The Community Center has an existing automatic transfer switch (ATS), an Eaton ATC-300, 
which is connected to a 400 amp, 208/120V, 3 phase disconnect switch. The ATS can be used 
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when a portable generator is brought to the site. However, the cost to rent a 200 kW generator 
ranges from approximately $1,600 for one day to $7,000 per month. 

 
CDBG Funding and Sourcewell Cooperative Purchasing 

The District applied for Community Development Block Grant (CDBG) funding in November 
2023 for Fiscal Year 2024-2025 funding. An authorizing resolution for the District to apply for the 
funds was approved by the Board on October 24, 2023. On February 21, 2024, the District was 
notified that our project was recommended to the San Diego County Board of Supervisors for 
funding approval in April 2024. The District entered into a contract with the County of San Diego 
on December 27, 2024, to fund this project for $140,493. The District must complete the project 
within 12 months of receiving the Notice to Proceed, which was also on December 27, 2024. 
Therefore, the project deadline is December 27, 2025. However, the County prefers the project 
be completed within their Fiscal Year 2024-2025, ending on June 30, 2025, if possible. 

The District is a member of Sourcewell (https://sourcewell.org/solutions/cooperative-
purchasing), which allows it to use Sourcewell’s cooperative purchasing contracts. Additionally, 
the District’s Legislative Code section 4.04.310 allows for RMWD to utilize cooperative 
purchasing. Sourcewell develops requests for proposal and invitations for bids for national, 
competitive solicitations for public agencies that meet or exceed local requirements.  

The District must follow CDBG procurement guidelines to purchase the generator. This project 
is considered a “small purchase” since the cost is under $250,000. The District is not required to 
receive competitive sealed bids but must, at a minimum, “receive price quotes from several 
qualified sources”. Sourcewell provided an October 25, 2023 document titled “Federal Contract 
Provisions for Procurements Using Federal Funding” which explains that Sourcewell’s 
solicitation process meets the requirements for federally funded projects.  

Discussion 
The District requested quotes from three suppliers: Bay City Electric Works, Hawthorne CAT 
and Global Power Solutions. The latter did not provide a quote. 

Bay City quoted a Kohler generator under Sourcewell contract #092222-KOH1 which has a 32% 
discount on industrial diesel generators and 5% off freight and on-site start-up costs. Current 
lead time is approximately 4 months.  

Hawthorne CAT quoted a Caterpillar generator under Sourcewell contract #092222-CAT2 which 
has a 31% to 35% discount on diesel generators. Current lead time is approximately 5 months. 

The two quotes are summarized in the table below. The generators are approximately the same 
price. However, the Hawthorne CAT quote is lower in price, as the freight and on-site startup 

 
1 Sourcewell contract 09222-KOH: https://www.sourcewell-mn.gov/cooperative-purchasing/092222-koh  
2 Sourcewell contract 09222-CAT:  https://www.sourcewell-mn.gov/cooperative-purchasing/092222-cat  

https://sourcewell.org/solutions/cooperative-purchasing
https://sourcewell.org/solutions/cooperative-purchasing
https://www.sourcewell-mn.gov/cooperative-purchasing/092222-koh
https://www.sourcewell-mn.gov/cooperative-purchasing/092222-cat
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are provided at no additional cost. This quote also includes the Air Pollution Control District 
(APCD) Authority to Construct permit (ATC). Bay City does not complete APCD permits and 
provides a contact to complete the permit for an additional fee.  

            

Make/Model Price Estimated Tax* Total Price 

CAT GC200 $71,850** $5,569 $77,419 

Kohler 200REOZJF $86,194 $6,680 $92,874 

*7.75% 
**Includes freight and on-site startup for no additional fee.  

The District must have this purchase approved and the process by which it was procured by the 
County of San Diego per the CDBG agreement. The District submitted the Hawthorne quote for 
review on February 3, 2025 and is waiting for County concurrence.  

The District anticipates pouring the concrete pad in-house and hiring a local electrician to 
complete the connection. After the cost of the CAT generator, approximately $63,000 remains to 
be spent on concrete pad materials, District labor, and the electrician’s contract. 

As the funding agency, the County of San Diego filed a Notice of Exemption (SCH# 
2024090941) for this project on September 24, 2024, per Section G 15301, Existing Facilities, of 
the CEQA Guidelines. This Notice of Exemption is attached. 

Fiscal Impact 
This project is included in the Park Capital Budget (Fund 13) as a grant funded project with a 
total cost of $140,000. The District anticipates receiving up to $140,493 from the CDBG 
program after the invoices are submitted to the County for reimbursement. While the low bid is 
$77,419, the District is requesting that the Board approve up to a 20% contingency on this 
purchase for a total of $92,900 in case there are issues with the Hawthorne CAT quote after 
County review. The 20% contingency would cover the cost of the generator at the 2nd lowest 
bid. 
 
Recommendation 
Staff respectfully recommends that the Board of Directors authorize the General Manager to 
purchase an emergency backup power generator for the Ramona Community Center via the 
Sourcewell cooperative purchasing contract for a cost not to exceed $92,900 and find the 
project is exempt from the CEQA.   
Prepared and Submitted by:  Erica Wolski, General Manager 
 
 
ATTACHMENTS:  
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NOTICE OF EXEMPTION 
TO: ~ Office of Planning and Research 

State Clearinghouse 
CEQAsubmit.opr.ca.qov 

FROM: County of San Diego, Department of Public Works 
Environmental Services Unit 
Attn: Samantha Mayer 
5510 Overland Avenue, Suite 410, MS 0-332 
San Diego, CA 92123 ~ County Assessor/Recorder/Clerk 

Attn: Fish and Wildlife Notices 
1600 Pacific Highway, Suite 260, MS A-33 
San Diego, CA 92101 

SUBJECT: FILING OF NOTICE OF EXEMPTION IN COMPLIANCE WITH PUBLIC RESOURCES CODE SECTION 
21108 OR 21152 

Project Name: Ramona Senior Center Backup Generator 

Project Location: 

Project Applicant: 

Project Description: 

Agency Approving Project: 

County Contact Person: 

Date Form Completed: 

434 Aqua Lane, Ramona, CA 92065 

County of San Diego, Housing Community Development Services 
3989 Ruffin Road, MS-0231, San Diego, CA 92123-1152 

The project involves funding for the purchase and installation of a permanent on-site 
emergency backup generator for the Ramona Senior Center (RSC) also called the 
Ramona Community Center. RSC operates the senior nutrition program out of this 
location as an onsite lunch and activity location and provides Meals on Wheels services 
to the local community of Ramona and throughout the unincorporated northern portion of 
San Diego County. The project site is also designated as a cool zone by San Diego Gas 
and Electric (SDG&E). 

County of San Diego 

Kelly Salmons 

1/ 2~ l :2~ 

Telephone: 858-694-4806 

This is to advise that the County of San Diego Board of Supervisors (County decision-making body) has approved the 
above-described project on March 12, 2024 (Item #14) and found the project to be exempt from CEQA under the following 
criteria: 

Exempt status and applicable section of the CEQA ("C") and/or State CEQA Guidelines ("G"): (check only one) 

~ Categorical Exemption: Sec. G 15301 Existing Facilities 
□ Declared Emergency: Sec. C 21080(b)(3); Sec. G 15269(a) 
□ Emergency Project: Sec. C 21080(b)(4); Sec. G 15269(b)(c) 
□ General: Sec. C. 
□ Ministerial: Sec. C 21080(b}(1); G 15268 
□ Preliminary Review: Sec. G 
□ Statutory Exemption: Sec. G 

Statement of reasons why project is exempt: Per Section 15301 of the CEQA Guidelines categorical exempts CEQA review of 
actions consisting of the • ... of mi nor alterations of existing public ... facility ... involving negligible or no expansion of existing or former 
use." The proposed action involves purchasing and installing an emergency backup generator: therefore, involving negligible or no 
expansion of existing or former use. Accordingly. the proposed action is exempt from CEQA review pursuant to Section 15301 of the 
CEQA Guidelines. 

The following is pon formal project approval by the appropriate County of San Diego decision-making body. 

Signature: _________________________ Telephone: 858-694-8750 

Name (Print): DAVID ESTRELL Title: DIRECTOR 

This Notice of Exemption has been signed and filed by the County of San Diego. 
This notice must be filed with the Recorder/County Clerk as soon as possible after project approval by the decision-making body. The Recorder/Count}­
Clerk must post this notice within 24 hours of receipt and for a period of not less than 30 days. At the tennination of the posf ng period, the Recorder/Count}' 
Clerk must return th's notice to the Department address listed above along with eviqence of the posting period. The originating Department must ther 
retain the returned notice for a period of not less than nine months. Reference: CE~Qttidelines Section 15062 . . . . . . 
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To:
Company:

Date: Quote Valid Through: 

Item # Qty

-$                                   

-$                                   

-$                                   

Pricing Summary

Extended Price

Community Center Ramona Water District

1/23/2025

ED DAWE

Price

Ramona Municipal Water District
Robert Stehlik

Base Bid

Thank you for the opportunity for Hawthorne Power Systems to work with you on this project. Below is a price 
breakout for the major items we intend to provide for this project, more detail can be found on the Bill of Materials 
sheets. If you would like to discuss our proposal in more detail please do not hesitate to contact me. Thank you!

Value Engineering & Optional Adders
TOTAL: 71,850.00$            

-$                                   

1a 1
Delivery, Startup, Training
San Diego Air Pollution Control District (APCD)

1 200 kW (Emergency Standby) Diesel Genset
208V, 3-Phase, 4-Wire, 1x 800A CB
Enclosure: SA XX dBA (Steel)

1

Authority to Construct (ATC) New Generator Site

Mounting: 24-Hr Fuel Base Tank (Steel)

Basic Description 

71,850.00$     71,850.00$                      

Note: Tax is not included and will be added to invoice at the rate based on where the equipment is 
delivered. See General Note #14.

3/9/2025

QUOTE #: ED-250023-0
Sourcewell Contract #: 092222-

CAT

Prepared By:

-$                                   

-$                                   

Hawthorne Power Systems
San Diego, CA

ED DAWE
EPG Sales Engineer

edawe@hawthornecat.com
808-342-1300

ATTACHMENT 2
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 COMMUNITY CENTER RAMONA WATER DISTRICT 
_______________________________________ 

 
 
 
Revision Tracking 
 
REV0 Summary (Date: 1-23-25): 
Original Proposal 
 

LINE ITEM #1 EXTENDED DESCRIPTION: 
 
Diesel Engine Generator Set 
 
   Qty. (1) CAT Generator Set 
  Model: GC200 
  Rating: 200 kW / 250 kVA 
  Voltage: 208Y, 3-phase, 4-wire, 60 Hz 
  Engine: Diesel, 1800 RPM, Electronic Engine Controller 
  Certification:  EPA Emergency Stationary Certified (Tier 3) 
   IBC Seismic 
   UL2200 
   
 
 
The following features will be included: 
  

Quantity Characteristic Name Feature Description 
1 PGS EMISSION 

CERTIFICATION 
EPA STATIONARY EMERGENCY 

1 VOLTAGE OPTION 60HZ 208 VOLT (WYE) 
Voltage Indicator 60 Hz, 208V 

1 APPLICATION 
INDICATOR 

STANDBY POWER 
STANDBY POWER APPLICATION 
Output available with varying load for duration of the interruption of the normal source 
power. 
 Average power output is 70 % if the standby power rating. 
Typical operation is 200 hours per year, with the maximum expected usage of 500 
hours per year. 

1 ENGINE RATING 60 Hz, 200 kW 
1 CONFIGURATION D200GC 

Genset Model: D200 GC 60Hz, 200ekW Standby 
1 UL LISTING UL 2200 LISTED PACKAGE GEN SET 
1 SEISMIC 

CERTIFICATION 
IBC SEISMIC CERT OF COMPLIANCE 

DETAILED BILL OF MATERIALS 

ATTACHMENT 2
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1 DECAL LANGUAGE ENGLISH INSTRUCTION LANGUAGE 
1 GOVERNOR TYPE ADEM A4 GOVERNOR 
1 MARKET SEGMENT 

CODES 
GENERAL EPG 
All engines and generator sets utilized in the generation of electrical power for 
general residential, commercial, utility, construction and communications, commercial 
and residential building, agricultural, construction, mining, manufacturing, 
public and civil services. 

1 CUSTOMER SEGMENT COMMERCIAL BUSINESSES 
1 MARKET WORK CODE STANDBY POWER 
1 PERMANENT MAGNET PERMANENT MAGNET GENERATOR 

Permanent magnet generator provides improved source of excitation to alternators. 
1 SPACE (ALT) HEATER 

KITS 
ALT SPACE HEATER 
Anti-condensation heater. Installed in generator, shuts down on genset start 

1 ALTERNATOR 
TEMPERATURE RISE 

130C TEMP RISE OVER  40C AMB 

1 ALTERNATOR ALT M2736L4 KU 
1 ALT POWER FULL POWER 
1 GEN MOUNTING & 

DUCT PLATE 
GEN MTG & DUCT PLATE 4 
Generator Mounting and Duct Plate 

1 BASE TYPE 
(MOUNTING OPTION) 

INTEGRAL TANK BASE, 24HR, 400 
Integral Tank Base, 24Hours, 400 Gal total Capacity, 358 Gal Usable Capacity. 
Refer LEHE2681 

1 FUEL TANK OPTIONS 5 GALLON SPILL CONTAINMENT 
The 5 gallon spill containment box is designed for containment of small spills 
during filling of an above ground storage tank. Ref: LEHE0984 

1 FUEL LEVEL ALARM AUDIO & FUEL ALARM (90% LEVEL) 
Provides an alarm on high fuel level. 
This warning is reported by an indicator light on the control panel with an 
audible alarm also available as an option. When Fuel level reaches to 90% the 
fuel level sender senses the condition and activates a relay which in turn activates Panel 
Mounted Audible Alarm 

1 FUEL VENT PIPE VENT PIPE-STD 
1 EMERGENCY FUEL 

VENT PIPE 
EMERGENCY FUEL VENT PIPE UL-4" 
Emergency Fuel Vent Pipe, UL-4 

1 FUEL VENT PIPE 
EXTENSION 

STANDARD VENT PIPE 12ft EXTENS 

1 ENCLOSURE SA LEVEL 2 ENCLOSURE WHITE B3 
Sound Attenuated Level-2 Enclosure, White 

1 NFPA110 BUNDLE NFPA  BUNDLE 
The NFPA Bundle provides parts and/or functionality to assist the dealer in obtaining 
NFPA compliancy. 
NFPA compliancy is an end application requirement and meeting this application 
requirement is the 
responsibility of the dealer and / or installer. 
NFPA 110 application bundle selection will auto-select the following 
priced items: 
Local Alarm Horn (PAA1). 
Low Coolant Shutdown (WSS1). 

ATTACHMENT 2
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Low Coolant Temperature Alarm (WCA1). 
Low Fuel level alarm (FSS) 
Battery Charger (BTC1028). 
Depending on the local authority having jurisdiction (AHJ), the 
following options may be required in addition to the automatic 
selections: 
Jacket Water Heater (WHH2) 
Remote Annunciator (ANNR002) 
0.8 Power Factor Test (STDTEST / TST0035) 

1 GEN RUNNING & 
FAULT RELAY 

GEN RUNNING & FAULT  RELAY 

1 PANEL MOUNTED 
AUDIBLE ALARM 

PANEL MOUNTED  AUDIBLE ALARM 

1 EMERGENCY STOP EXTERNAL EMERGENCY STOP 
Installed enclosure emergency stop button 

1 BATTERY OPTIONS WET BATTERY 
Wet batteries 
1000 CCA batteries, 90 Amp/hr. 

1 BATTERY CHARGERS BATTERY CHARGER 10 AMP 
This 10 Amp battery charger offers accurate, automatic charging of lead-acid and 
nickel cadmium batteries. The output voltage automatically adjusts to changing input, 
load, battery and ambient conditions. This prevents battery over-charging and 
consequent loss of battery electrolyte. 
Ref: LEHE2022 

1 JACKET WATER 
HEATER 

JACKET  WATER  HEATER 
Coolant Heater,1000W, 110/120 Volt (VAC 120) for 60Hz & 240 Volt(VAC240) for 50 Hz 
AC auxiliary supply 

1 CURRENT 
TRANSFORMER 

CURRENT TRANSFORMER 800:5 

1 COOLANT RESERVIOR COOLANT RESERVIOR 
1 COOLANT LEVEL 

SHUTDOWN 
LOW COOLANT LEVEL  SHUTDOWN 1 

1 1ST CIRCUIT BREAKER 800A LSI 100% RATED  BREAKER 
3-PH: 208V 

1 SUSE DECALS SUSE DECALS & FILMS 
Suitable for Use as Service Equipment (SUSE) decal and ability to disconnect neutral 
bar. 

1 NEUTRAL BARS NEUTRAL BAR 800A W/ DISCONNECT 
1 RADIATOR STANDARD RADIATOR 
1 TELEMATICS 

HARDWARE 
PRODUCT LINK 4G LTE TELEMATICS 
Cat PL444 is a factory installed 4G LTE, Bluetooth capable Telematics hardware used 
with Cat Remote Asset Monitoring (RAM) to 
remotely monitor several genset parameters like fault codes, Alerts and notifications, 
remote start/stop, geofencing and more. 
ReferLEHE20360/61 

1 CELLULAR BAND AMERICAS BAND 
0 REMOTE 

ANNUNCIATOR 
REMOTE ANNUNCIATOR 

ATTACHMENT 2
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1 TELEMATICS 
HARDWARE CERTIFIED 

ACCEPT - REVIEW LINK IN DESC 
You AGREE to limiting use of this device to those locations where all legal requirements 
for the use of the device and related 
communications networks have been satisfied. 
You have checked on the website below and the destination country/device is 
designated "green" approved. 
https://dealer.cat.com/en/products/technology/construction-technology/product-
link/product-link-hardware-certification.html 
You understand that you are responsible for collecting data authorization for all 
connected assets" 
https://dealer.cat.com/en/bt/data-governance-office/dealer-responsibilities.html 

1 TESTING - GENERATOR 
SET 

STD TEST - PKG GEN SET 0.8 PF 

1 PGS TEST REPORT PGS TEST REPORT @ 0.8 PF 
PGS Test Report @ 0.8 PF 

 
 
Generator Set Emissions Certification: 
U.S. EPA Certified for stationary emergency applications. 
 
Application Indicator: 
Output available with varying load for duration of the interruption of the normal source power. Average power output is 70 % if 
the standby power rating. Typical operation is 200 hours per year, with the maximum expected usage of 500 hours per year. 
 
UL 2200 Listing Certification: 
Package will meet UL 2200 Listing.  Suitable for stationary generator set assemblies of 600V and less. 
 
IBC Seismic Certification: 
IBC certification labeling for seismic requirements, per IBC2012. Certifications are valid with at or above grade installations. 
Specific SDS levels can be obtained from your local dealer. 
 
Permanent Magnet Upgrade: 
A permanent magnet generator (PMG) can improve response in load applications and provides 300% sustained current for 
the operation of protective devices. 
 
Alternator Space Heater: 
Alternator space heaters maintain the air temperature at a suitable temperature to minimize condensation on the windings. 
Recommended for coastal installations or environments with high humidity. 
 
Alternator Temperature Rise: 
Alternator sized for 130°C temperature rise over 40°C ambient 
 
Alternator: 
M2736L4, self excited, 12 lead, random wound 
 
Integral Tank: 
Integral fuel tank incorporated into the generator set base frame.  UL Listed for United States (UL 142) and Canada 
(CAN/ULC S601). Total capacity: 399.2 gal (1511 L) 

ATTACHMENT 2
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Enclosure: 
Steel construction, sound attenuated  enclosure. The enclosure includes interior mounted exhaust system for quick 
installation, hinged lift-off doors for improved service access and is painted white. 
 
 
External Emergency Stop: 
The external emergency stop push button is installed exterior to the enclosure, providing a method to shut down the 
generator set externally in the event of an emergency. 
 
Batteries: 
Standard batteries for generator set starting and operation. Technical: 1000 CCA, WET, 90 amp/hr. 
 
Battery Charger: 
The battery charger is a 110 VAC input, 10 amp dual rate output.  It includes AC fail, charger fail, low battery voltage, and high 
battery voltage alarms for NFPA 99/110 requirements with a DC ammeter and voltmeter for visual indication of battery charge 
status.  Battery charger comes factory installed and wired on the generator set package. 
 
Jacket Water Heater: 
The jacket water heater maintains engine block temperature in cold climates to improve engine start times. The jacket water 
heater requires external power for operation. 
 
First Circuit Breaker: 
800A, 100% rated, manually operated circuit breaker with LSI trip unit. 
 
Second Circuit Breaker: 
No second circuit breaker required for this product. 
 
Radiator: 
This provides a standard radiator for the generator set. 
 
Telematics: 
The Cat® Product Link™ PL444 is designed as a reliable telematics solution. The device comes pre-configured with a 
standard set of parameters including hours fuel usage, and productivity which report each day and enables immediate 
alerting of fault codes.  Utilizes 3G/4G LTE cellular networks. Contact your local Cat dealer for local radio compliance 
certifications. 
 
Remote Annunciator: 
The 16-Light NFPA 99/110 Remote Annunciator is installed in a flush mounting box. The Annunciator consists of two modules 
to provide a 16 Channel fault annunciation.  
 
Dealer provided components and services: 
 

Quantity Category Description Number 
1 Emissions 40-250 kW 

 
CCV4500 

1 Vibration Isolation CA PE Stamped 
 

Anchoring Calc. 
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1 Startup & Commissioning Startup Per Man. Recommend 
 

C7.1 125-200 kW  

1 Emissions Permit New Genset 
 

New Genset Permit 

   
Engineering Services: 
 Submittal per specification or commercial type submittal if there is no specific requirement. 
 Hard Copy of Operation and Maintenance Manuals 
 Seismic Anchoring calculation and recommended anchor type w/PE Stamp 
   
Maintenance Service (Available at Additional Charge): 
 1-year CAT PM Services by CAT certified technicians (3 quarterly inspections + 1 annual inspection).  
 Quarterly Service includes 58-point inspection 
 Annual includes lube oil and filter change 
 
San Diego-Air Pollution Control Permit per General Note #8 to be provided. This service includes Hawthorne CAT 
submitting the necessary permit for a New Generator Installation to SD-APCD. It does not include any additional 
after-treatment in the event it is required 

 
VALUE ENGINEERING & OPTIONAL ADDERS: 

 
NONE AT THIS TIME
         
DELIVERY:   
All equipment is delivered to jobsite-offloading is not included.  
 
LEAD TIME:   
Submittals: 

Genset: 
 Basic Genset Submittal: 2-3 days. Includes basic cutsheets and generator performance data 

Full Submittal per Spec: 3-4 weeks. Includes point-to-point wiring, custom enclosure/tank drawings, all 
cutsheets, as applicable. 
ATS: 
Full Submittals: 2-4 weeks 

 
Production Lead Time: 
 Genset: 
 ATS: 
 Other Materials  
 
DIMENSION AND WEIGHT:   
Genset (each): 158” (L) x 52” (W) x 76” (H) 8,500 lbs. 
 
TERMS OF PAYMENT:  

ATTACHMENT 2
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Terms to be established upon receipt of Purchase Order and completion of Hawthorne Machinery, Inc. 
customer account review. Terms may require down payment, COD, NET-10, or NET-30. 
 
GENERAL NOTES: 
 

1. The quotation is based on the following documents (no other documents or plans have been 
reviewed): 
a. Project:  
b. Specifications:  

i. NONE 
c. Drawings:  NONE 
d. Addendums:  NONE 
e. Bill of Materials is based on customer request, no bid documents have been reviewed. 
f. No other plans or specifications have been reviewed. 

2. Proposal scope limited to items specifically listed in this proposal. 
3. All “shipped loose items” are for contractor installation 
4. Fuel for startup or testing not included.  
5. Temporary generator set (if required) not included in Hawthorne’s scope of work or supply. If 

temporary power is needed, please contact the Hawthorne Rent-It Service obtain a quotation.  
6. Offloading not included. Equipment is delivered curbside, offloading is customer’s responsibility.  
7. Cost for permits, special inspections, and fees (i.e. building, local, air quality or any other not 

specifically called out in our supply) are not included.  
8. Diesel Emergency Generator – The San Diego Air Pollution Control District may require that 

owners/developers complete a Health Risk Assessment (HRA) for the facility as part of a new source 
permit to operate the generator. The HRA considers many factors on site as well as the surrounding 
area and environment. The costs associated with the HRA or add-on particulate control systems are 
NOT included in our proposal. If after an HRA is performed and particulate reduction equipment is 
required, we will provide information and costs associated with the addition of emission control 
equipment 

9. Installation, including but not limited to: anchoring, electrical conduit, fuel oil and exhaust piping and 
insulation, interconnecting wire and cable, not included. 

10. 3rd Party testing, such as NETA, infrared testing, or testing normally conducted by an independent 
testing agency is not included. 

11. Protective device coordination, short circuit study, and arc flash analysis by others. 
12. Sound Levels and Noise Mitigation: It is the responsibility of the owner, contractor or other delegated 

representative of owner to meet sound levels required by City, County or other ordinance required by 
Authorities Having Jurisdiction. Equipment quoted referencing sound levels only represents band 
width average dB(A) levels at specific horizontal distances, 5-½ feet above grade in any direction and 
in an open free field environment. The requirements of specified site property line sound levels and 
the effect of adjacent structure walls, obstructions, or location cannot be determined or predicted by 
Hawthorne Power Systems. 

13. There may be overlap between mechanical and electrical Scope of Work/Supply particularly on the 
fuel system and exhaust systems. We recommend the purchaser consult with the appropriate 
contractors to determine any overlap or gaps in supply. 
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14. If equipment is not for resale or buyer does not have resale tax certificate on file with Hawthorne 
Power Systems then tax at the applicable rate will be charged. 

15. Scope of Work/Supply is based on all onsite work being performed M-F 8AM-4PM. Weekend and/or 
overtime service hours are available. A copy of our non-standard service rates is available upon 
request. Four (4) week notice is required for field service. 

 
CLARIFICATIONS SPECIFIC TO BID PLANS: 
 

1. Fuel for startup or testing not included. Approximately 400 gallons of fuel are required for testing and 
top off.  

2.  
 
SINCERELY, 
 

 
ED DAWE 
 

 

TERMS & CONDITIONS  
 
“Hawthorne’s Power Sales Terms and Conditions (available at www.hawthornecat.com/terms) are hereby 
incorporated by this reference with the same force and effect as if set forth in full herein.” 

 
1. A 3% credit card surcharge (of total transaction amount) will be assessed for all purchases greater than $3,000.00. Additionally, prior approval is 

required for credit card purchases greater than $3,000.00. 
 

 
 

 

 
 

 
 

 
 

 

SUBMITTED BY:_________________________________________________________________________________ 
 
APPROVED BY:___________________________________________________ DATE:__________________________ 
 
COMPANY/FIRM:_________________________________________________________________________________ 
 
PO#:_________________________________________________________________________________________ 
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